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Type of Plan Review 

 

Administrative 

Completeness 

Initial Review Re-Submittals 

Automatic Fire Sprinkler Systems 

Installation 

Modification 

 

 

3 

1 

 

20 

15 

 

15 

10 

Alternative Automatic Extinguishing 

Systems 

Installation and Modification 

 

 

 

3 

 

 

20 

 

 

15 

Automatic Commercial Cooking Systems 

 

Installation and Modification 

 

 

 

3 

 

 

10 

 

 

5 

Battery Systems 

 

Installation and Modification 

 

 

 

3 

 

 

20 

 

 

15 

Capacitor Energy Storage Systems 

 

Installation and Modification 

 

 

3 

 

20 

 

15 

Compressed Gases 

 

Installation and Modification 

 

 

 

3 

 

 

 

20 

 

 

15 

Cryogenic Fluids 

 

Installation and Modification 

 

 

 

3 

 

 

20 

 

 

15 

Fire Alarm and Detection Systems 

 

Installation 

Modifications 

   

 

 

3 

1 

 

 

25 

15 

 

 

20 

10 

Fire plan review times indicates the target number of working days to complete the first review. Turnaround 

times can fluctuate based on the workload and complexity of the project. The review times listed assume 

complete and clear plan submittals. The administrative review is included in the initial review time. 
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Fire Pumps and Related Equipment 

 

Installation and Modification 

 

 

 

3 

 

 

15 

 

 

10 

Flammable and Combustible Liquids 

 

Installation and Modification 

 

 

 

3 

 

 

20 

 

 

15 

Fuel Cell Power Systems 

 

Installation and Modification 

 

 

 

3 

 

 

25 

 

 

20 

Gas Detection Systems 

 

Installation and Modification 

 

 

 

3 

 

 

25 

 

 

15 

Gates and Barricades Across Fire Apparatus 

Access Roads 

 

Installation and Modification 
 

 

 

 

3 

 

 

 

10 

 

 

 

5 

Hazardous Materials 

 

Installation and Modification 

 

 

 

3 

 

 

25 

 

 

20 

High Piled Combustible Storage 

 

Installation and Modification 

 

 

 

3 

 

 

15 

 

 

10 

Industrial Ovens 

 

Installation and Modification 
 

 

 

3 

 

 

15 

 

 

10 

LP-Gas 

 

Installation and Modification 

 

 

 

3 

 

 

15 

 

 

10 

 
Motor Vehicle Repair Rooms and Booths 

 

Installation and Modification 
 

 

 

3 

 

 

20 

 

 

15 

Plant Extraction Systems 

 

Installation and Modification 
 

 

 

3 

 

 

25 

 

 

20 
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Private Fire Hydrants 

 

Installation and Modification 
 

 

 

3 

 

 

15 

 

 

10 

Smoke Control or Smoke Exhaust Systems 

 

Installation and Modification 
 

 

 

3 

 

 

25 

 

 

20 

Solar Photovoltaic Power Systems 

 

Installation and Modification 
 

 

 

3 

 

 

20 

 

 

15 

Special Event Structures 

 

Installation and Modification  
 

 

 

3 

 

 

10 

 

 

5 

Spraying or Dipping 

 

Installation and Modification 
 

 

 

3 

 

 

25 

 

 

20 

Standpipe Systems 

 

Installation and Modification 
 

 

 

3 

 

 

20 

 

 

15 

Temporary Membrane Structures and Tents 

 

Installation and Modification 
 

 

 

3 

 

 

10 

 

 

5 

Firefighter Breathing Air Systems 

 

Installation and Modification 
 

 

 

3 

 

 

25 

 

 

15 

 
 


